
TCBT2 - Two Channel Time Clock

Connections Typical Installation

Unswitched 240Vac 
Active from MCB

Unswitched 240Vac 
Active from MCB

Neutral

Channel 1
Switched 240Vac 
Active to load 
(controlled by time 
clock)

Channel 2
Switched 240Vac 
Active to load 
(controlled by time 
clock)


